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REPORT NO. 3120672CRT-002

INSPECTION, TESTS AND EVALUATION
OF A
Oil Tank

RENDERED TO

INOVS International, Inc,
La Crosse. WI

GENERAL: This Report gives the results of the inspection, tests and evaluation of a for compliance with applicable
requirements of the Standards for UL 80 Steel tanks for oil burner fuel, eleventh edition dated August 19, 2004 and CAN/ULC-
S602-03 Aboveground steel tanks for storage of combustible liquids intended to be used as heating and/or generator fuels.. This
investigation was authorized by Purchase Order No. 8184, dated 4/2/07. The investigation was begun on 4/10/2007 and completed
on 4/8/2007. A prototype sample in good condition was provided by the client on 4/3/07 and tested at the clients La Crosse,
Wisconein facility.

UL 80 Steel tanks for oil burner fuel, eleventh edition dated August 19, 2004 and CAN/ULC-S602-03 Aboveground steel
tanks for storage of combustible liquids intended to be used as heating and/or generator fucls,

Applicant: INOVS International, Inc. Manufacturer:  Same as applicant
430 Nelson Place
La Crosse, W1 54601

Contact:  Rebecca Faas Contact:
Phone: H08-785-2879 Phone:
Fax: HOB-785-2868 Fax:

An independent organization testing for safety, performance, and certification.
This report is for the exclusive use of Intertek's Client and Is provided pursuant to the agreement between Intertek and its Client. Intertek's responsibility and liability are
limited to the terms and conditions of the agreement. Intertek assumes no liabillty to any party. other than ta the Client in accordance with the agreement, far any loss,
expense or damage occasioned by the use of this repert. Only the Clientis authorized to copy or distribute this report and then enly in ils entirety. Any use of the Intertek
name or one of its marks for the sale or advertisement of the tested material, product ar service must first be approved in writing by Intertek. The ohservations and test
results in this report are relevant only to the sample tested. This report by itself does not imply that the material, product, or service is or has ever been under an Intertek
certification program.
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REVISION SUMMARY - The following changes have been made to this Report:

Date/Project #  Project Handler Page Item Description of Change
NONE













